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DP @ 300 deg F

Please also provide for mirrored heater the
coil layout. Preference is to have the process
coils un-mirrored as shown. Just needs to be
clearly shown on drawing.

Can coils be tagged
so operators know
which one is 4 pass
and which one is 6
pass

incl 4X 3/4" plug for
the ones that wont be
used. For future could
use it for PG.
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